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NOTE:

CGuard posts are required at
these locations if backflow
prevention assembly is in an
open area. (Not next to a
building wall or fence.

, &
/ Customer’'s
Building Wall 12" Water

Service

\

Water A
{ Meter | f

12"

4" Steel Post / 12"

(Typical)

Backflow 127

Prevention

Assembly @ -
12”

PLAN VIEW

Fill With Grout
And Crown Top

4"x 5 Steel Post

4~ (Min. Wall 0.156”)

Painted Red

Finished
Grade

¢

s '_:‘/—Concrete

T =)
36"
T

ENEIER
=
I |;
24” la
6" ‘4
1 2”

GUARD POST SECTION

DETAIL NO.

2356

City of Scottsdale
Standard Details

APPROVED BY:

GUARD POSTS FOR BACKFLOW PREVENTION ASSEMBLIES

DETAIL NO.

2356




